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APPROVED POLE SCHEDULE

LUMINAIRE MOUNTING| MASTER ARM
POLE AMERON HEIGHT LENGTH
A 1—C1—25-F8 29'—0" g
B 1-C1-25-F4 27—6" ¢
C 1-C1-28-F8 31'-6" g

POLE LOCATION
ADJACENT TO CURB RETURN

re
24" FROM BACK OF
CURB TO CENTER OF
POLE
5 5 i
fE.C.R. k 1E.C.R. 7 K
/
' R/W > TE&
P————— 7 - I
#3 1/2 PULL BOX 1 z- #3 1/2 PULL BOX 1'%
PER STANDARD & PER STANDARD o« i
DRAWING STREET Q DRAWING STREET Q BACK OF CURB
LIGHT INSTALLATION o LIGHT INSTALLATION @
DETAIL. BACK OF CURB DETAIL.

SIDEWALK ADJACENT
TO RIGHT—-OF—-WAY

SIDEWALK ADJACENT
TO CURB

BOLT CIRCLE DETAIL

AMERON 1-C1
HANDHOLE
| V - —8 7/8" sQ.
L+~ DMENSIONS.
N s A" = 307 x 30° x 42" O a
550—0—3250—/( 44/7] STD. "B” — 30" x 30" x 42" \\_ »
PER SECTION V1 sTD. "c” — 30" x 30" x 48" 12 1/2” DIAM.
201 OF THE % BOLT CIRCLE
STANDARD
SPECIFICATIONS [/
FOR PUBLIC [

WORKS CONST.

NOTES

1. SEE CITY OF ONTARIO TRAFFIC & TRANSPORTATION GUIDELINES APPROVED MATERIAL

LIST (AML) LED LUMINAIRES FOR LUMINAIRE REQUIREMENTS
2. NO DEVIATION FROM THE ABOVE SCHEDULE WILL BE ALLOWED UNLESS OTHERWISE
APPROVED IN WRITING BY THE CITY ENGINEER.
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